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Paloma Merello1,2†, Fernando-Juan García-Diego1,3*† and Manuel Zarzo4†Abstract
Background: Ariadne’s house, located at the city center of ancient Pompeii, is of great archaeological value due to
the fresco paintings decorating several rooms. In order to assess the risks for long-term conservation affecting the
valuable mural paintings, 26 temperature data-loggers and 26 relative humidity data-loggers were located in four
rooms of the house for the monitoring of ambient conditions.
Results: Data recorded during 372 days were analyzed by means of graphical descriptive methods and analysis of
variance (ANOVA). Results revealed an effect of the roof type and number of walls of the room. Excessive
temperatures were observed during the summer in rooms covered with transparent roofs, and corrective actions
were taken. Moreover, higher humidity values were recorded by sensors on the floor level.
Conclusions: The present work provides guidelines about the type, number, calibration and position of
thermohygrometric sensors recommended for the microclimate monitoring of mural paintings in outdoor or
semi-confined environments.
Keywords: Multivariate monitoring, Temperature and relative humidity sensors, Cultural heritage,
Preservation of open-air frescoesBackground
Pompeii was a village of ancient Rome located about
26 km southeast of the modern city of Naples (Italy).
Around the year 62 AD, an earthquake severely damaged
Pompeii and other nearby locations. Since then, the city
was rebuilt until the eruption of Mount Vesuvius in 79
AD. Pompeii at that time had a population of about
15,000 inhabitants. The violent eruption of this volcano
buried the city and preserved the ruins for centuries.
Thick layers of ash covered Pompeii and Herculaneum,
both towns placed at the base of Mount Vesuvius. Their
names and locations were forgotten until the 18th cen-
tury when a new interest for antiquity led to excavations
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both cities, revealing many intact buildings and valuable
wall paintings.
Pompeii offers a picture of Roman life in the first cen-
tury. The forum, baths, many houses, and some villas
remained in a surprisingly good state of conservation.
The site was declared World Heritage by UNESCO in
1997 and has become a popular tourist destination, with
2.5 million visitors in 2007. Pompeii is an open-air mu-
seum of 1,500 buildings comprising around 20,000 m2 of
mural fresco paintings [2]. Pompeian interior frescoes
have become a main source of knowledge about Roman
painting up to 79 AD, not because the city was so im-
portant at that time but because its tragic end has pre-
served in good conditions all its wall frescoes for
posterity to study [3].
An imposed moratorium stopped excavations in the
site to focus the efforts in maintaining the unburied
ruins and leaving the remaining excavations for future
generations. At present, the access to the ruins is more
restricted for tourists, and less than one third of theral Ltd. This is an Open Access article distributed under the terms of the Creative
commons.org/licenses/by/2.0), which permits unrestricted use, distribution, and
iginal work is properly cited.
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lic visits. This is due to the endless maintenance works
to prevent the deterioration of buildings already
unearthed [4]. Apart from ruin fallings, at least 150 m2
of fresco paintings and plaster works are lost every year
due to lack of maintenance.
Description of Ariadne’s house
Ariadne’s house is a Pompeian domus (i.e., a single-
family house owned by the upper classes) situated in a
privileged location at the city center (Regio VII, insula
4). It is a domus of Hellenistic inspiration with an exten-
sion of 1,700 m2. The elevation above sea level of Pom-
peii is about 14 m. The prevailing wind directions are
northeast (October to February) and south (March to
September), with an average wind speed of approxi-
mately 2.57 m/s (http://es.windfinder.com). The house
was built at the end of the second century BC and was
heavily damaged during the earthquake of 62 AD, not
having been finished its reconstruction on the fateful
date of Mount Vesuvius eruption [1]. Most inner walls
of the house were originally decorated with frescoes.
The complete pictorial collection of Ariadne’s house has
a remarkable quality and was probably created by the
same artists’ team.
Pompeii has been preserved in an enviable conserva-
tion state under the layers of ash, but most buildings
suffered serious damages during the volcanic eruption
and the majority of roofs came down. An aerial view
(http://maps.google.es) of Ariadne’s house (40° 44' 57.77" N,
14° 29' 14.37" E) and nearby buildings reveals that they are
well preserved but the roof is lacking in most of them.
This is the case of Ariadne’s house, with only one room
(marked as 4 in Figure 1) partly covered with a roof of cer-
amic tiles (14 m2) that was settled in the 1950s. After aFigure 1 Plan of Ariadne’s house. Lodgings marked as 1 to 4 are the on
Data-logger #1 was located on the top of an outside wall next to room 3 apreventive actuation in the 1970s, roofs made of transpar-
ent polycarbonate sheets supported by metallic structures
were established in three rooms of the house (1, 2 and 3
in Figure 1) in order to protect the frescoes inside from
rainwater. During the following decades, mural frescoes in
all rooms that had been left uncovered were seriously
damaged due to direct contact with rainwater and the un-
favorable thermohygrometric conditions mainly during
the summer [1].
Room 2 is comprised by four walls, the northwest one
with a large window and a doorway in the SW wall. As a
result, the indoor microclimate is more isolated from
the outside environment compared with the other rooms
under study that are delimited by three walls. Rooms 1
and 3 are open to the courtyard by their NE side. Room
4 is open to the atrium by its west side. It is the largest
one and has only one wall decorated with frescoes that
presents a semicircular shape (Figure 1).
An extensive scientific literature is available about
the analysis of materials and characterization of mural
paintings in Pompeii [5-8] and other Roman cities
[9,10]. In the benchmark of a conservation project
started in 2008, a series of works were carried out in
Ariadne’s house: microclimate monitoring, electromag-
netic radiation measurements, study of materials, and
photographic report. The purpose was to assess the
conservation state of frescoes and the most convenient
future restoration works of Ariadne’s lodgings still con-
taining mural paintings. These were all covered rooms
(1 to 4 in Figure 1), whose roofs have preserved wall
frescoes during the last decades.
The multidisciplinary team has studied the problems
of salt efflorescence, atmospheric pollution and other
pathologies associated with the materials in order to de-
termine the causes of fresco degradation and proposely roofed ones (parallel tilted lines delimit the covered area).
t 3 m from the ground level and it was covered with a ceramic tile.
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are from inorganic origin. The deterioration of frescoes
due to inappropriate temperatures in the rooms assessed
by thermography was also discussed. The multidiscipli-
nary approach has been fundamental to provide the
basic guidelines for future in-depth restoration works.
Regarding the microclimate study, a set of 26 thermohy-
grometric probes comprised by temperature and relative
humidity (RH) data-loggers were installed for monitor-
ing ambient conditions inside the roofed rooms. The
statistical analysis of data recorded by these sensors will
be the subject of the present research.
Different reported studies have measured air temper-
ature, RH and other parameters inside museums for the
preventive conservation of their collections [12-15].
Similar works have monitored the indoor environment
in churches, as they contain valuable artifacts [16-21].
However, very few studies have characterized ambient
conditions of outdoor archaeological sites [22-24] or
semi-confined environments [25]. The present work
reports for the first time a microclimate research con-
ducted in the ruins of Pompeii, which is of relevant
interest because inappropriate conditions of temperature
and RH are causing severe damages on the valuable
fresco paintings. Moreover, results reported here will
provide guidelines to establish thermohygrometric moni-
toring systems in similar open-air archaeological sites
for preventive conservation.
Experimental
Description of data-loggers
The use of autonomous devices was the best option in
this case due to the lack of electric supply in Ariadne’s
house. Each RH data-logger (Datalog Hygrochron DS1923)
contains a humidity sensor with an accuracy of ± 5% [26].
Although this model can also record temperatures, it
was decided to use independent devices (Datalog
Thermochron DS1922L) for the temperature monitor-
ing [27], which has the same accuracy (±0.5°C) as
DS1923. The reason was to expand the data storage
capacity of the monitoring system.
A set of 52 data-loggers, 26 of each model, were pur-
chased directly from the manufacturer (Maxim Integrated
Products, Inc., Sunnyvale, CA) and they were calibrated
prior to their installation as described ahead. These devices
resemble button-like batteries, with 17.4 mm of diameter
and 5.9 mm of height. Given their small size, each pair of
DS1923 and DS1922L data-loggers were assembled to-
gether by means of a metallic structure and will be referred
to hereafter as thermohygrometric probe. This probe is iso-
lated by an external PVC structure of dark-gray color,
which allows a convenient fixing to the wall, and has a cy-
lindrical shape with a diameter of 6 cm. It is filled with
polyurethane foam to isolate the data-loggers from thePVC structure. The assembly allows both data-loggers to
be directly in contact with the ambient air, and therefore it
was assumed that the supporting structure had a negligible
effect on the recorded data.
Results and discussion
Calibration of sensors
The time series of temperature or RH recorded by one
data-logger reflects the parameter evolution along the
time, and it is often so-called as trajectory. Figure 2
shows that the average time series were slight in the cali-
bration experiment. As all trajectories are quite parallel,
the average registered during the calibration period by
each data-logger is a representative value. If average
temperatures obtained in the first period are compared
with those from the second calibration stage, it turns
out that the correlation is statistically significant (r =
0.934, p <0.0001). This result implies certain bias that
should be corrected. For the first period, the bias was
calculated as the mean temperature recorded by each
data-logger minus the average from all of them, which
was regarded as the exact value. The same procedure
was applied for the second period. Next, the mean of
both bias estimations was calculated (shown in Table 1)
resulting a range from −0.44°C (#18) to +0.53°C (#13),
which is consistent with the measurement error of ±0.5°
C indicated by the manufacturer [27].
Probe #2 was the one with highest RH values recorded
in the second period (Figure 2c, bias = 1.9%), but it was
the third one with lowest RH in the first stage (Figure 2a,
bias = −1.1%). Thus, from the first to the second period,
the shift is 1.1+1.9 = 3%. This error seems too high as the
purpose of the present study is to discuss the slight dif-
ferences recorded among sensors, and no bias correction
was applied to #2. This abnormal performance was
caused by an accidental water drop over this data-logger
during its uninstallation. If RH data from #2 are disregarded
for the calibration study, it turns out that the correlation
between the average RH recorded by each data-logger in
the first vs. the second calibration period is statistically sig-
nificant (r = 0.701, p = 0.0001). Again, this result reveals
certain bias, and the same procedure described for
temperature was applied to estimate the errors. The result-
ing bias estimations range from −1.5% (#19) to +0.8%
(#5). This range is much lower than the measurement
error of ±5% indicated in the manufacturer data sheet
[26]. It was decided to correct all temperature and RH
values collected in Ariadne’s house according to the esti-
mated biases (Table 1) in order to improve the reproduci-
bility of the monitoring system.
In order to determine more accurately the real bias, a
further experiment was conducted with aqueous solu-
tions of two salts. Results confirmed that the bias was
small and irrelevant for the purpose of the present study.
Figure 2 Calibration of RH and temperature sensors. Difference between RH and temperature recorded by each probe with respect to the
average from all probes in two different calibration periods: first, from 18th to 21st July 2008 (a: RH; b: temperature) or second, from July 31st to
August 28th 2009 (c: RH, d: temperature). Trajectories were smoothed using a moving average with a window size of one day.
Table 1 Height and biasa of temperature and RH
data-loggers
Code Heightb Tbias RHbias Code Height
b Tbias RHbias
#1 −0.015 0.647 #14 0 0.405 −0.096
#2 185 −0.321 0.425 #15 30 0.175 −0.351
#3 290 −0.088 0.714 #16 0 0.027 −0.532
#4 153 −0.119 −0.365 #17 338 −0.298 −0.084
#5 0 0.018 0.760 #18 300 −0.438 0.495
#6 0 0.064 −0.208 #19 310 0.206 −1.506
#7 163 −0.168 0.372 #20 290 0.035 −0.198
#8 0 −0.204 0.342 #21 175 −0.424 0.464
#9 189 0.305 0.059 #22 240 0.291 −0.555
#10 240 −0.029 −0.550 #23 330 0.224 0.613
#11 0 0.199 0.204 #24 117 0.010 0.308
#12 210 −0.115 −1.112 #25 54 −0.304 0.233
#13 0 0.529 0.435 #26 15 0.036 −0.512
aTemperature bias (Tbias in °C) and relative humidity bias (RHbias in %),
averaged for both calibration periods (codes as in Figure 17).
bDistance to the floor level (cm).
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Knowledge about ideal or limit values of microclimate
parameters for conservation of cultural heritage is still
poor [28]. The Italian UNI 10829 [29] and DM 10/2001
[30] are currently the approved standards on this issue.
They do not provide guidelines for the conservation of
outdoor paintings, but nevertheless the admissible values
of RH and temperature indicated by both standards can
be taken as a reference for the conservation of Pompeian
frescoes. According to [29], the recommended range of
RH and temperature for mural paintings is 55 – 65%
and 10 – 24°C, respectively. These ranges are narrower
than the ones suggested by [30]: 45 – 60% and 6 – 25°C.
Taking into account that both standards were developed
for indoor conditions, we decided to consider here
the intervals given by [30], which are wider and could be
better extrapolated for outdoor conditions.
Figure 3 shows the evolution of RH and temperature
recorded by all probes in a period of one year. It turns
out that the mean RH was out of the range recom-
mended by the standard in 272 days during one year,
while the mean temperature was higher than 25°C in
116 days. Thus, ambient conditions are too humid in
Figure 3 Smoothed time series of RH and temperature. Average RH (a) and temperature (b) recorded by all probes (except #1) during one
year (day 0 corresponds to July 23rd 2008). The time series was smoothed using a moving average with a window size of one day. Horizontal
lines in red correspond to the ranges recommended by the standard DM 10/2001 for the conservation of mural paintings.
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fresco paintings. The conservation risk is even more
serious taking into account the marked daily variations
of temperature and RH (Figure 4) and given that high
peaks of temperature can be reached in summer. Ac-
tually, 31.2% of all recorded temperatures were above 25°C,
and 73.1% of RH data were above 60%.
Daily oscillations of temperature and RH in summer
can be up to 25°C and 40%, respectively (Figure 4). High
variability is inappropriate for the conservation of fresco
paintings, which encourages some kind of corrective ac-
tion to reduce the temperature at least in summer [30].
A monitoring system will be necessary to study the ef-
fectiveness of any action of this kind, and to assess the
risks for the long-term conservation of frescoes.
Figure 4a shows that all RH trajectories are quite
parallel. Thus, the average RH of all values recorded
by each sensor during the monitoring study charac-
terizes the basic dissimilarities among RH time series.
In the case of temperature, not all trajectories follow
the same pattern. Consequently, the average value isFigure 4 Trajectories of RH (a) and temperature (b) recorded by all pr
Vertical lines correspond to midnight (0:00 hr).not enough to describe conveniently the differences
among temperature trajectories, and additional para-
meters were studied using bivariate plots and analysis
of variance as described below.
Detection of outliers
Certain atypical shapes are observed in Figure 4b. Thus,
prior to comparing average values, it is convenient to
discuss those trajectories with abnormal deviations from
the average temperature recorded by data-loggers in the
same room. For this purpose, all trajectories were care-
fully inspected. Figure 5 shows that probe #3 recorded
an abnormal increase of temperature at about 2:00 PM,
and recovered the common pattern at 8:00 PM approxi-
mately. By contrast, in the same time frame, its RH time
series underwent a sudden decrease (Figure 4a). The rea-
son seems to be an effect of direct sunshine radiation
that heats the data-logger during this time period as
reflected by Figure 6.
In order to check if the atypical peaks of temperature
recorded by #3 occurred all the year round, weobes during three summer days (23rd to 25th July 2008).
Figure 5 Temperatures in room 4. Temperatures recorded by data-loggers in room 4 (#2, #3 and #4) during four summer days (4th to 8th
August 2008). Values of #1 are also shown for comparison.
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ter was taken as a reference data-logger in the same
room with a normal performance. Next, the maxi-
mum value of this difference was calculated for the
48 time observations corresponding to each day:
MAX temp#3t1  temp#4t1
 
. . . temp#3t48  temp#4t48
 h i
.
If this daily difference is plotted for the period
under study (Figure 7), it turns out that values are close
to zero (i.e., both data-loggers presented very similar tra-
jectories) from October 12th 2008 to February 23rd 2009.
Out of this period, however, the differences are remark-
able. The reason seems to be that no direct sunlight
reached data-logger #3 during this particular period. The
abnormal temperature increase of #3 did not occur in aFigure 6 Location of probes #2, #3 and #4 in room 4. The picture was
corresponds to sunlight incident on the frescoes that affects #3 from 2:00 Pfew days of spring and summer probably due to the pre-
sence of clouds or rainy conditions that reduced sunshine.
Figure 8 shows abnormal daily peaks of temperature
recorded by #2 that occurred in winter from 2:30 PM
to 6:30 PM approximately. Similarly, the temperature
time series of #9 (room 3) also reflects sudden peaks
(Figure 8b) in winter from about 8:30 AM to midday. In
the same time frames, both data-loggers registered an
atypical decrease of RH (Figures not shown). Again, sun-
light incident on these particular sensors seems to be
the reason. The time series of #1 did not deviate from
the common pattern in summer (Figure 5) nor winter
(Figure 8a) probably because this probe was covered
with a tile and never received sunlight.taken at 1:05 PM. The brighter zone at the lower right corner
M to 8:00 PM.
Figure 7 Maximum daily differences of temperature between data-loggers #3 and #4. Calculated for the 372 days of the period under
study (day 0 corresponds to July 23rd 2008).
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particular day frames can be seen as a mistake in the ex-
perimental setup. This is a problem for the statistical ana-
lysis, and the abnormal data of probes #2, #3 and #9 were
discarded after carefully checking the values. Of course, di-
rect sunshine on sensors produces abnormal temperature
variations that should be avoided, but in long-term mon-
itoring it is not evident how to determine the different
trajectories of solar radiation incident on all walls during
the year. This is an important recommendation for fu-
ture studies of outdoor ambient monitoring.
Daily mean trajectories
As the daily thermohygrometric variations are more pro-
minent in summer, it was decided to check firstly the data
recorded from July 23rd until September 22nd 2008 in order
to better appreciate the differences among trajectories.Figure 8 Abnormal peaks of temperature recorded in room 4 and 3.
room 3 (b) during four winter days (19th to 23rd February 2009). Values fromAfter discarding the abnormal values caused by incident
sunlight, we calculated the average temperature recorded in
summer by data-logger #1 at 0:00, 0:30, 1:00. . . and so on
until 12:00 PM, resulting a daily mean time series. The
same procedure was applied to all data-loggers. Daily tra-
jectories of RH were also obtained (Figure 9).
Daily variations of temperature are more pronounced
in rooms 1 and 3 (Figure 9a). Ceramic tiles protecting
room 4 reduce the amplitude of the daily cycles
(Figure 9b), which clearly indicates that this type of roof
seems more convenient for the conservation of frescoes
than the transparent polycarbonate sheets covering the
other rooms. Actually, marked oscillations of thermohy-
drometric parameters represent a serious risk for the
long-term preservation of frescoes.
All temperature trajectories seem to converge at night
to a common pattern, but their variability is muchTemperatures recorded by probes in room 4 (a) and five probes in
#1 are also included for comparison.
Figure 9 Mean daily trajectories of temperature and RH in summer. a) Temperature at rooms 1 and 3; b) temperature at rooms 2 and 4;
c) RH at rooms 1 and 3; d) RH at rooms 2 and 4. Summer period: 7/23/2008 to 9/20/2008. Color codes indicate the location of probes: room 1
(green), room 2 (blue), room 3 (violet), room 4 (red). The thicker black line corresponds to the average time series of all probes.
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the values of #9 vs. #11. Moreover, the shape of these
trajectories differs at midday as the maximum value is
reached around 9:00 AM in some cases (e.g. #8, #9 or
#21) while other probes registered the maximum
temperature about 12:00 AM (e.g. #13, #14 or #20). In
the case of RH, the highest variability is observed at
about 10:00 AM. At this time, the range among daily
RH trajectories is about 45% (#21 vs. #25).
Analysis of variance (ANOVA)
Different statistical parameters were calculated for each
day and each temperature data-logger: minimum (Tmin),
maximum (Tmax) and average. Similarly, daily averages
of RH, minimum (RHmin) and maximum (RHmax) values
were also obtained. In order to study the effect of height
and wall orientation where the probe was located, different
ANOVA models were carried out with these parameters. In
all cases, two factors were considered: day and data-logger.
The effect of day is not of interest here, and results will only
be discussed according to the second factor. The bestresults were obtained with RH recorded in summer (from
7/24/2008 to 9/22/2008). Alternative ANOVAs using only
winter data or both periods were also checked, but the in-
terpretation was less clear.
Regarding room 2, the daily average RH in summer
was higher in data-loggers on the floor than those hang-
ing on the walls at about 3 m of height. LSD (Least Sig-
nificant Difference) intervals of sensors on the ground
(#13, #14 and #16) do not overlap with LSD intervals of
those at the upper position (#17, #18, #19 and #20)
(Figure 10), which indicates that differences are statisti-
cally significant (α=0.05). Such significant differences of
RH with respect to sensor height are not so apparent
in the other lodgings. We hypothesize that the reason
could be the different microclimate in room 2 given
that it is the only one delimited by four walls, which
probably provides more stable ambient conditions.
This result suggests that sensor height is more import-
ant than wall orientation for monitoring semi-confined
environments with similar characteristics as room 2.
The mean RH of wall probes #18, #19 and #20 was
Figure 10 ANOVA results (room 2). ANOVA results showing the differences among probes in room 2 on the daily mean RH recorded in
summer 2008. For each data-logger, the average and 95% LSD interval is depicted. Codes indicate the wall orientation where each sensor is
facing (N: north; S: south, E: east, W: west) and the height: f (floor level), u (upper) or i (intermediate).
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ences among floor sensors resulted statistically sig-
nificant: mean RH recorded by the north-oriented
probe (#14) were higher than in the case of those
oriented to the east (#13) or south (#16). Sensor #15
remains at 30 cm from the ground which is an inter-
mediate position and, remarkably, the average RH
recordings of this data-logger are also intermediate
(Figure 10).
Rooms 1 and 3 present a similar size and orientation
(Figure 1), both are comprised by three walls and are
roofed with transparent polycarbonate sheets. Figure 11
shows that probes facing to the south in both rooms
(LSD intervals highlighted in red) tend to present lowerFigure 11 ANOVA results (rooms 1 and 3). ANOVA results (average and
(a) and 3 (b) on the daily minimum RH recorded in summer 2008. The cod
M: mosaic) and the height: f (floor level), i (intermediate) or u (upper).RHmin values than the rest. Conversely, north-oriented
sensors in room 1 (#23, #24 and #25) recorded sig-
nificantly higher RHmin values than east-oriented data-
loggers (#22 and #26). This outcome is intuitively
appealing because the south orientation receives more
sunlight along the day. The significant differences
between probes #25 and #26 were somewhat unexpected
because they are separated just 2 meters away
(Figure 12). The effect of orientation cannot be studied
in room 4 because all sensors were basically located
on the same semicircular wall.
An additional effect of sensor height is also apparent
in room 3 (Figure 11b). Actually, comparing probes with
the same orientation, those on the floor recorded95% LSD intervals) showing the differences among probes in room 1
es indicate the wall orientation (N: north, S: south, E: east, W: west, and
Figure 12 Mural frescoes in Ariadne’s house (western wall of
room 1). Three probes can be observed: #22, #25 and #26, which
remain at 240, 54 and 15 cm from the floor, respectively.
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indicate that data-loggers located on the ground have a
different pattern, and consequently all of them will be
treated as an independent cluster in the bivariate plots
presented in the next section.
Different ANOVAs were also performed with daily
average temperatures, Tmax and Tmin, but results did not
provide a clear interpretation regarding the effect of
height and wall orientation on these parameters. Further
studies with multivariate statistical methods will be ne-
cessary for this purpose. The fact that RH provides more
information than temperatures was also found in a re-
cent study [21].
Summarizing, sensor height (floor vs. upper position)
was the main cause of RH variability in the room with
four walls. An additional effect of wall orientation on
RHmin was observed in rooms 1 and 3 that are quite
similar. Consequently, it appears that the location of
probes was appropriate, and similar criteria should be
applied in further studies of outdoor monitoring. In
closed rooms, it seems advisable to install sensors on the
floor, and two different orientations might be enough for
wall sensors. By contrast, in outdoor sites or lodgings
with a high rate of air exchange, special care should be
taken in wall orientation. In all cases, direct sunlight ondata-loggers should always be avoided to prevent abnor-
mal measurements.
Bivariate plots
Figure 13 shows that summer is characterized by more
pronounced thermohygrometric differences between day
and night. Moreover, mean temperatures are higher in
summer while the opposite applies to RH. As a result,
both parameters are negatively correlated. Marked cycles
of RH which occur along the year are also reflected.
Winds like sirocco, tramontane and episodes of hot and
persistent humid air are typically recorded in the Medi-
terranean basin. This work deals with a long-term moni-
toring (372 days), therefore the observed results are an
average of the different wind effects along this period,
avoiding their influence on the daily cycles and on the
correlation between RH and temperature.
RH is defined as the partial pressure of water vapor in
the air-water mixture divided by the saturated vapor
pressure. At higher temperatures, the air can hold more
water prior to reaching the saturation, which may partly
explain the negative correlation between RH and
temperature (r = −0.862) observed in Figure 14a.
Attempting to further describe the thermohygrometric
variations along the year, mean values of absolute hu-
midity (AH) are also depicted in Figure 13. They were
calculated using Equation (1) [31] according to RH (%)
and temperature (°C).
AH ¼ RH · 0:0132295
273:16þ T · exp
17:2694 ·T
238:3þ T
 
ð1Þ
RH ¼ 0:0109 · 273:16þ T
0:0132295
· exp  17:2694 ·T
238:3þ T
 
ð2Þ
In order to characterize the dissimilarities among
probes, different bivariate plots were obtained and vi-
sually inspected. Figure 14a displays average RH vs. aver-
age temperatures. Taking into account the relationship
between RH and AH (Equation (1)), RH was plotted as a
function of temperature inside this figure by considering
AH=0.0109 kg/m3 (Equation (2)). This value is the one
that achieves the best goodness-of-fit in Figure 14a and
it was estimated using non-linear regression after disre-
garding floor probes and #1.
Bivariate plots of Tmax, Tmin, RHmax and RHmin are
also of interest to illustrate the differences among
recorded trajectories. The comparison of RHmin vs. Tmin
(Figure 15) does not show any correlation, but the plot
reveals three clusters of probes according to their
location: (i) floor, (ii) rooms 1 and 3, and (iii) rooms 2
and 4. Minimum temperatures tended to be cooler at
the floor level. The bivariate plot of RHmax vs. Tmax
Figure 13 Evolution along the year of daily mean parameters: temperature, AH and RH. Data recorded by all probes during the daytime
(8:00 AM to 8:00 PM) and night-time (8:00 PM to 8:00 AM). Day 0 corresponds to 24th July 2008 (days <60: summer; 60–151: autumn; 152–239:
winter; 240–331: spring). Trajectories were smoothed using a moving average with a weekly window size.
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http://journal.chemistrycentral.com/content/6/1/145(Figure not shown) was also visually inspected, but clus-
ters are better discriminated in Figure 15.
Additional bivariate plots considering only the summer
or winter periods were also inspected. The most inter-
esting ones that reflect the different ambient condi-
tions between the two seasons correspond to Tmax
(Figure 16a) and RHmin (Figure 16b). Sensors in rooms
2 and 4 are highlighted with an ellipse. The relative
position of probes in both figures is very similar given
the tight correlation between RH and temperature,
which reveals certain redundant information. Based on this
correlation, it is not justified to use the same number ofFigure 14 Bivariate plot of daily average RH vs. temperature. a) Bivari
average temperature, corresponding to the year 2008–2009 (372 days). b) T
is also depicted inside the bivariate plot.data-loggers for recording both parameters in open-air
archaeological sites.
According to Figures 14, 15 and 16 probes on the floor
recorded higher RH and lower temperatures. In particu-
lar, most of them yielded the highest mean RH along the
year (Figure 14a), and the highest RHmin values in winter
(Figure 16b). Moreover, they yield the lowest mean tem-
peratures along the year (Figure 14a) and the lowest Tmax
in winter (Figure 16a). As an exception, probe #8 registered
much higher temperatures (Figure 14a). The reason is un-
clear, but taking into account that #8 was oriented to the
south, perhaps it received more diffuse solar radiation.ate plot of daily average RH from each probe with respect to daily
heoretical function relating RH and temperature (Equation (2)), which
Figure 15 Bivariate plot of daily minimum RH vs. temperature. Bivariate plot of daily minimum RH from each probe vs. daily minimum
temperature, averaged for all the 372 days. Horizontal lines in red (45–60%) correspond to the range of RH recommended by the standard DM
10/2001 for the conservation of mural paintings.
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recorded the highest Tmax (Figure 16a) and the lowest
RHmin values (Figures 11 and 16b), given that they
were also south-oriented. This hypothesis is mere
speculation and further studies using more data-
loggers will be necessary to investigate this issue.
Assuming that AH is constant inside all rooms,
the curve depicted in Figure 14a highlights that floor
probes #14 and #16 (room 2) deviate from the theore-
tical relationship between RH and temperature. The RH
mean daily time series of both probes is also atypical
(Figure 9d) as the daily decrease of RH registered atFigure 16 Bivariate plots (summer vs. winter). a) Bivariate plot of daily
2008 – 9/22/2008) vs. Tmax averaged for the winter period (12/21/2008 – 3/
RHmin in winter. Axes were inverted in the right plot to ease the compariso
recommended by the standard DM 10/2001.sunrise is delayed in about 30 min with respect to the
other trajectories. This abnormal performance might be
caused by diffusion of water vapor by capillarity through
the ground to the boundary layer in contact with the
data-logger. The fact that higher RHmin values were
recorded by floor sensors is also consistent with this hy-
pothesis. Room 2 is the only one comprised by four
walls, but it is uncertain if this issue could also explain
their atypical performance.
Probe #1 also appears as an outlier in Figure 14, which
suggests that AH outside Ariadne’s house might be
higher than indoors. Moreover, this probe recorded themaximum temperature (Tmax) averaged for the summer period (7/24/
31/2009). b) Bivariate plot of daily minimum RH (RHmin) in summer vs.
n. Lines in red (45–60%) correspond to the range of RH
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ter with respect to wall sensors (Figure 16b). Results re-
veal that the microclimate reflected by #1 was slightly
different, which suggests using one or more outside sen-
sors in similar monitoring studies.
According to DM 10/2001 [30], the recommended
interval of RH is 45-60%. Regarding RHmin, only probes
in room 4 satisfy this condition in summer and winter
(Figure 16b). By contrast, RHmin tends to be lower than
45% in rooms 1 and 3 (Figure 15), which indicates am-
bient conditions too dry for an appropriate conservation
of frescoes particularly in summer.
Figures 14, 15, 16 reveal that ambient conditions in
rooms 2 and 4 were cooler in summer, more humid and
more stable (i.e., with less variability among probes) than
in rooms 1 and 3. In winter, temperatures in rooms 2
and 4 tended to be less cold (Figure 16a), which appears
more appropriate for preserving the frescoes. The
observed differences among lodgings can be explained
by the roof type and number of walls of the room. Actu-
ally, room 2 is characterized by an environment more
isolated from outdoor conditions and room 4 is partly
covered with ceramic tiles that prevent incoming sun-
light. The others are roofed with transparent sheets that
produce a greenhouse effect, which tends to increase the
temperature. Thus, opaque shelters seem more conve-
nient. Taking into account that probe #5 was located
under a glass, the greenhouse effect could also explain
the higher temperatures recorded by this data-logger
with respect to the others on the floor of room 3
(Figure 14a).
Experts in restoration of frescoes are currently asses-
sing the conservation state of paintings in Ariadne’s
house. Preliminary results suggest that frescoes in room
2 are better preserved that the rest, which is of interest
because room 2 presents ambient conditions closer to
the range recommended by DM 10/2001 [30]. This issue
supports the use of this standard for discussing the sta-
tistical data analysis.
Given the unfavorable environment revealed in the
present study, the transparent roof in rooms 1–3 was
replaced in December 2009 by undulating roof sheets
made of fiber cement with a thickness of about 5 mm.
The conclusion that transparent roofs are inappropriate
for the conservation of outdoor wall paintings might
seem obvious for experts in the field, but the competing
authorities requested empirical evidence prior to approv-
ing the roof change. The effectiveness of this corrective
measure will be assessed in a future study.
Conclusions
The statistical analysis of RH and temperatures recorded
in Ariadne’s house has revealed that autonomous data-
loggers with a sampling rate of two readings per hourseem appropriate. Considering that few works have
monitored microclimate environments of outdoor or
semi-confined archaeological sites, results reported here
are of interest for similar studies regarding the number,
type and position of data-loggers, as well as for the sub-
sequent statistical data analysis. The first step of the ana-
lysis should be the bias correction of all measurements
based on the calibration experiment.
Descriptive tools have been effective for highlighting
the dissimilarities among probes. The mean daily trajec-
tories displayed in Figure 9 provide useful information
about the difference in average values and shapes among
data-loggers. This type of plot is used in several fields
of science to visualize and synthesize differences in
recorded values, but it is rarely applied in microclimate
monitoring where trajectories of a few days randomly
chosen are usually presented.
By means of ANOVA and bivariate plots, it was
found an effect of roof type, wall orientation and sen-
sor height on microclimate conditions. Higher RH
values were recorded by data-loggers on the floor, and
the south orientation was characterized by lower RH
values because it tended to receive more sunlight ra-
diation. The differences among probes suggest that at
least four data-loggers per room would be required in
similar studies to assess the effect of different factors
and to detect abnormal trajectories. One or more con-
trol sensors are also recommended. Regarding the
number of walls of the room, rooms with four walls
will require less number of sensors at wall levels, where
two different orientations might be enough. At floor
level, north orientation and a complementary one
(south or east) should also be monitored. If several lod-
gings present similar characteristics, orientation, size
and number of walls, it seems sufficient to monitor just
one of them.
A tight correlation was found between average RH and
temperatures, which suggests that it is not necessary to
use the same number of RH and temperature sensors in
open-air archeological sites. Redundant information will
also result if lodgings with very similar characteristic are
monitored, which reveals the importance of choosing
properly the right location for probes.
Results reveal that summer conditions in Pompeii
are more unfavorable for the conservation of frescoes
according to the standard DM 10/2001 because the
microclimate was too dry and hot. Consequently, am-
bient conditions in similar studies should be basically
monitored in summer. Transparent roofs produce a
greenhouse effect that increases the temperature,
which is undesirable. Based on the results, corrective
measures were taken by replacing the type of roof.
The effectiveness of such measures will be assessed in
future studies.
Figure 17 Position of thermohygrometric probes. Room code as in Figure 1. Probe #5 was installed at the center of room 3 under a glass
box on the ground protecting a mosaic. Probes #6, #8 and #11 were located on the floor level under a ceramic tile that was placed to protect
them from accidental stepping.
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Installation of data-loggers
The monitoring study started on July 23rd 2008 when 25
probes were installed in the four rooms under investiga-
tion (exact location shown in Figure 17). One additional
device (#1 in Figure 1) was placed oriented to the east
on the top of an outside wall and it was covered with a
ceramic tile to protect it against rainwater and sunlight.
Data recorded by #1 cannot be regarded as reference
outdoor conditions like those of a meteorological station
(due to the specific policy required for their installation).
However, in this work #1 is used as a reference consider-
ing its limitations when analyzing the results.
Information about the position of probes (room and
wall orientation) is indicated in Figure 17. Table 1 shows
the height with respect to floor level.
One target was to study the vertical gradient of RH and
temperature. For this purpose, data-loggers were placed in
the four rooms at three levels: floor, intermediate (15 – 200
cm) and upper position (200 – 338 cm). ThermographicFigure 18 Daily time series of probe #22. Temperature and RH values re
(February 16th 2009) as well as average values collected by the 26 probes.
manufacturer, the accuracy is ±0.5°C and ±5% for temperature and RH datstudies carried out previously [11] were also taken into
consideration to decide the best location of probes. The
intermediate position was omitted in room 2 because it is
more isolated from the outside environment and, hence,
lower thermohygrometric gradients were expected. Data-
loggers in room 4 were not located on the ground because
the floor was full of rubble, which might result in micro-
climate conditions not directly comparable with respect to
the floor of the other rooms.
Probe #5 was placed inside a glass box that protects a
mosaic on the floor of room 3 in order to assess the
microclimate inside this box. All probes on the ground
except #5 were placed near the walls (Figure 17), as
otherwise they would hamper the free movement of visi-
tors inside the room. The rest were installed hanging on
walls except the reference probe #1.
All data-loggers were programmed to register two
recordings per hour. Figure 18 shows that the daily
cycles of temperature and RH are clearly reflected by the
data of probe #22 chosen as example, which suggestsgistered by one specific probe (#22) during a day randomly chosen
One measurement was recorded every 30 min. According to the
a-loggers, respectively.
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seems convenient.
Calibration of sensors
A calibration experiment is another compulsory step in
a methodology of microclimate monitoring. Two differ-
ent calibration experiments were conducted. The first
was carried out in two periods (at the beginning and at
the end of the experiment) in order to study if measure-
ments from one or more sensors were biased with re-
spect to the average recorded by all sensors. During
both periods, all data-loggers were kept in a small com-
partment in contact with the indoor air of the laboratory
whose conditions varied during the experiment.
For this calibration experiment, all data-loggers were
confined inside an 8-liter compartment (20×10×40 cm)
that was not sealed and allowed the inside air to reach
an equilibrium of RH and temperature with respect to
the outside. This experiment was carried out during a 3-
day period (07/18/2008 to 07/21/2008) prior to the in-
stallation of probes in Ariadne’s house and during 28
days after the monitoring study (07/31/2009 to 08/28/
2009), once all data-loggers were back in the laboratory.
In the first calibration period, temperature ranged from
27.5°C to 29.5°C and RH ranged from 49% to 60%. In
the second period, the range of temperature was 21.5 –
26°C, and 58 – 82% in the case of RH.
A further experiment was carried out with aqueous
solutions of two salts (lithium chloride and sodium
chloride) according to the standard ASTM E 104–02
[32] in order to study the measurement errors of RH
data-loggers.
Frequency of data recording
The monitoring study started on July 23rd 2008 and
ended on July 30th 2009, resulting a period of 372 days.
All data-loggers were programmed to register one meas-
urement every 30 minutes, which implies 1,440 recorded
values per month (i.e., 30 days × 24 hours/day × 2 data/
hour). Taking into account that these devices are able to
store 8,192 registries, it turned out that they could operate
for about 5.7 months, which allowed the scientific team to
travel conveniently from Spain to Pompeii three times a
year to collect the data.
Analysis of variance (ANOVA)
Taking into account that similarities and dissimilarities
among trajectories might be different in summer versus
winter, a summer period of 61 days was considered from
7/24/2008 to 9/22/2008 (i.e., from the first day of moni-
toring until the autumnal equinox). Similarly, a winter
period of 90 days was considered from 12/21/2008 (win-
ter solstice) to 31/3/2009. For each day and each data-
logger, different statistical parameters of RH andtemperature were calculated: daily averages, maximum
and minimum values. These data were arranged in a
matrix comprised by 3,926 rows (i.e., 61+90 days × 26
data-loggers). Four factors were considered and included
in the matrix: day, season (summer or winter), data-
logger code and room code. In order to study if the
differences among probes in the same room were sta-
tistically significant, multifactor ANOVAs were carried
out considering two factors (day and data-logger) and
selecting data recorded in summer in one room.
Next, the analysis was repeated for each room and
considering only the summer or winter periods. All
ANOVAs were performed using the software Stat-
graphics 5.1 [33].
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